
SOLICITATION FOR OFFERS OUTPATIENT CLINIC

CAPE GIRARDEAU, MISSOURI

SFO VA-101-15-0161

ROOM 

NO.

ROOM NAME ROOM 

CODE

NET 

AREA

FLOOR BASE WALL WAINSCOT CLG CLG HGT DOOR SYMBOL HW # ROOM DESCRIPTION

LOBBY

1000 VESTIBULE 444 SF EMT TZ GWB-SC WP--5' AT-SP 10'-0" (2) UU, ADO, CR SH-3 2 PAIRS OF GL/ALUM ENTRY DOORS W/ ADO @ BOTH PAIRS & CR @ EXT.  

PROVIDE ENTRY GRID WALK OFF SYSTEM W/ HEAVY DUTY CARPET 

INSERTS & STAINLESS STEEL FRAME EDGE.

1001 VOLUNTARY SERVICES OR WHEELCHAIR STORAGE 186 SF CPT RB GWB AT 10'-0" U 3E GL/ALUM ENTRY DOOR.  IMPACT RESISTANT WALL PARTITION WRAPPED 

W/ WALL PROTECTION & STAINLESS STEEL CORNER GUARDS, BUMPER 

RAILS.  

1002 FEMALE TLT TLTU1 240 SF PT PT PT PT 9'-0" AT 9'-0" 19U, ADO 4B NO VISION LIGHT

1003 MALE TLT TLTU1 241 SF PT PT PT PT 9'-0" AT 9'-0" 19U, ADO 4B NO VISION LIGHT

1005 FAMILY WAITING WRC01 640 SF TZ TZ GWB/DG/FWP 10'-0" OPEN N/A 2 X 2 TEGULAR CEILING TILES WITH 15/16" GRID - NRC .95 MIN. y

1007 PUBLIC TLT TLTU1 65 SF PT PT PT PT 9'-0" AT 10'-0" 19U 2C NO VISION LIGHT

1008 WAITING WRC01 5440 SF TZ TZ GWB/DG/FWP AT/WD 10'-0" OPEN N/A LARGE FORMAT ACOUSTICAL CEILING TILES WITH CONCEALED GRID & 

MINIMAL TILE REVEALS OR FLUSH TEGULAR TILE FLUSH WITH FINELINE 

GIRD - NRC .95 MIN.  CEILING @ LOWER ELEVATION @ REGISTRATION/ 

RECEPTION AREAS.

1008A WAITING AREA WRC01 875 SF TZ TZ GWB/DG/FWP 10'-0" OPEN N/A LARGE FORMAT ACOUSTICAL CEILING TILES WITH CONCEALED GRID & 

MINIMAL TILE REVEALS OR FLUSH TEGULAR TILE FLUSH WITH FINELINE 

GIRD - NRC .95 MIN.  

1009 FAMILY TLT TLTU1 81 SF PT PT PT PT 9'-0" AT 10'-0" 19U, ADO 2G NO VISION LIGHT

1010 WAITING WRC01 832 SF TZ TZ GWB/DG/WD 10'-0" OPEN N/A LARGE FORMAT ACOUSTICAL CEILING TILES WITH CONCEALED GRID & 

MINIMAL TILE REVEALS OR FLUSH TEGULAR TILE FLUSH WITH FINELINE 

GIRD - NRC .95 MIN.  

RECEPTION

1004 RECEPTION RECP1 384 SF GWB/DG/WD 9'-0" 1U-T 3E 2 X 2 TEGULAR CEILING TILES WITH 15/16" GRID - NRC .95 MIN.  MICRO-

PERFERATED WOOD VENEER ACOUSTICAL CEILING PANELS OVER 

RECEPTION STATIONS - HIGH NRC RATING.

CANTEEN

1011 COFFEE SHOP WRC01 708 SF TZ/QT TZ/QT GWB/DG PT 9'-0" WD 10'-0" U, CR SH-3 CARD READER AT EXTERIOR DOOR.  FULL-HEIGHT, SIDE-FOLDING 

SECURITY SCREEN (HORIZONTAL CHAINLINK SYSTEM FORMED OF 

EYELETTED ALUMINUM LINKS SPACED 12" APART; CURTAIN FORMED 

WITH A SERIES OF VERTICAL 5/16" DIAMETER ALUMINUM RODS ON 3 

1/2" O.C.; VERTICAL HANGER RODS MOUNTED TO ROLLERS TO SLIDE IN 

AN OVERHEAD TRACK SUPPORT) TO ENCLOSE CANTEEN SERVICE AREA 

WHILE SEATING AREA REMAINS OPEN AFTER-HOURS.  MICRO-

PERFERATED WOOD VENEER ACOUSTICAL CEILING PANELS - HIGH NRC 

RATING.  QUARRY TILE FLOOR & BASE AT SERVICE & TRASH COLLECTION 

AREAS ONLY.  FOR WORKSURFACE PROVIDE SOLID RESINOUS SURFACE 

MATERIAL WITH INHERENT ANTI-MICROBIAL CHARACTERISTICS, TESTED 

FOR THERMAL SHOCK RESISTANCE.  FOR FACE OF MILLWORK, PROVIDE 

METALLIC FINISH PHENOLIC PANELS MOUNTED ON Z-CLIPS WITH 

STAINLESS STEEL BASE.  FOR CONDIMENT/TRASH STATION PROVIDE 

TRASH RECEPTACLES IN CABINET WITH STAINLESS STEEL TRASH AND 

RECYCLING GROMMETS IN COUNTER TOP.  PROVIDE BACK-PAINTED 

GLASS ON BACK WALL AT SIGNAGE LOCATION.  PROVIDE QUARRY TILE IN 

PREP AREA BASED ON LOCAL AHJ/CODE/HEALTH DEPARTMENT 

REQUIREMENTS.  AT TRASH ALCOVE PROVIDE WALL PROTECTION FOR 

SURFACES EXPOSED TO HEAVY WEAR AND CLEANING.
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1011A VENDING BX001 80 SF TZ TZ GWB/DG WD 10'-0" OPEN TO CANTEEN N/A CARD READER AT EXTERIOR DOOR.  MICRO-PERFERATED WOOD VENEER 

ACOUSTICAL CEILING PANELS - HIGH NRC RATING.  QUARRY TILE FLOOR & 

BASE AT SERVICE & TRASH COLLECTION AREAS ONLY.  FOR 

WORKSURFACE PROVIDE SOLID RESINOUS SURFACE MATERIAL WITH 

INHERENT ANTI-MICROBIAL CHARACTERISTICS, TESTED FOR THERMAL 

SHOCK RESISTANCE.  FOR FACE OF MILLWORK, PROVIDE METALLIC FINISH 

PHENOLIC PANELS MOUNTED ON Z-CLIPS WITH STAINLESS STEEL BASE.  

FOR CONDIMENT/TRASH STATION PROVIDE TRASH RECEPTACLES IN 

CABINET WITH STAINLESS STEEL TRASH AND RECYCLING GROMMETS IN 

COUNTER TOP.  PROVIDE BACK-PAINTED GLASS ON BACK WALL AT 

SIGNAGE LOCATION.  AT TRASH ALCOVE PROVIDE WALL PROTECTION FOR 

SURFACES EXPOSED TO HEAVY WEAR AND CLEANING.

EDUCATIONAL FACILITIES

1012 PATIENT EDUCATION WRC01 61 SF TZ TZ GWB/DG/WD 10'-0" OPEN N/A

REHAB GYM

1013 PT EXERCISES/CLINIC PTEA1 744 SF RSF RSF GWB AT 10'-0" 19U-T, CR SH-3F CARD READER

1014 P TLT TLTU1 75 SF PT PT GWB PT 9'-0" AT 8'-0" 19U, ADO 2C NO VISION LIGHT

1015 OT THERAPY OFA02 242 SF RSF RSF GWB AT 10'-0" 1U-T 3E

1016 DRESSING DR001 66 SF RSF RSF GWB AT 9'-0" 1U 2C NO VISION LIGHT

1017 DRESSING DR001 73 SF RSF RSF GWB AT 9'-0" 1U 2C NO VISION LIGHT

1018 OT/PT STORAGE/ CLEAN SRCS1 221 SF RSF RSF GWB AT 9'-0" 1U-F, CR SH-3F 1-HOUR RATED DOOR & FRAME.  CARD READER.

POLICE AND SECURITY

1019 POLICE  OPERATIONS XXYYC 178 SF CPT RB GWB AT 9'-0" 19U SH-3F CARD READER @ CORRIDOR DOOR

1019A POLICE  HOLDING XXYYC 94 SF CPT RB GWB AT 9'-0" 38U-AT SH-2 SHATTERPROOF OBSERVATION WINDOW IN DOOR

PATHOLOGY AND LABORATORY MEDICINE

1020 LAB LBSM1 565 SF WSF WSF GWB-SC AT 9'-0" 1U-T, CR SH-3 CARD READER

1021 SHIPPING/ RECEIVING LBVP1 159 SF WSF WSF GWB-SC AT 9'-0" 1U-T, CR SH-3 CARD READER

1022 BULK LAB STORAGE SRR02 169 SF WSF WSF GWB-SC AT 9'-0" 1U-F SH-3C 1-HOUR RATED DOOR & FRAME

1023A BLOOD DRAW LBVP1 83 SF WSF WSF GWB-SC AT 9'-0" OPEN N/A

1023B BLOOD DRAW, BARIATRIC LBVP1 99SF WSF WSF GWB-SC AT 9'-0" OPEN N/A

1024 TLT TLTU1 63 SF PT PT GWB PT 9'-0" AT 8'-0" 19U 2C RESCUE HARDWARE

1025 SPECIMEN TLT TLTU1 61 SF PT PT GWB PT 9'-0" AT 8'-0" 19U 2C RESCUE HARDWARE

CLINICAL SUPPORT

1031 BUSINESS CTR 1 WRTM1 128 SF CPT RB GWB AT 9'-0" 1U-T 3E

1032 BUSINESS CTR 2 WRTM1 125 SF CPT RB GWB AT 9'-0" 1U-T 3E

1033 FLEX OFA03 120 SF CPT RB GWB AT 9'-0" 1U-T 3E

1034 ADMIN OFA02 245 SF CPT RB GWB AT 9'-0" (2) 1U-T 3E 2 DOORS

1035 FLEX OFA03 126 SF CPT RB GWB AT 9'-0" 1U-T 3E

1037 GROUP RM -SMALL OPMH1 114 SF CPT RB GWB-W AT 9'-0" 19U 4L

1038 GROUP RM -SMALL OPMH1 114 SF CPT RB GWB-W AT 9'-0" 19U 4L

1039 GROUP ROOM -MEDIUM OPMH1 234 SF CPT RB GWB-W AT 9'-0" 19U 4L

VOLUNTARY SERVICES

1036 VOLUNTEER SIGN-IN WRCH1 124 SF CPT RB GWB AT 9'-0" 1U-T 3E

1068A VOLUNTEER STORAGE WRCH1 15 SF EPY RB GWB EXP 9'-0" OPEN N/A  

SERVICE ORGANIZATIONS

1043 SERVICE ORG 1 (DAV) OFA01 128 SF CPT RB GWB AT 9'-0" 1U-T 3E

1044 SERVICE ORG 2 OFA01 128 SF CPT RB GWB AT 9'-0" 1U-T 3E

PHARMACY SERVICE

1050 PHARM CONSULT OFA02 140 SF CPT RB GWB AT 9'-0" 11U & 1U-T, CR 3E, SH-3 2 DOORS.  3E - DOOR TO CORRIDOR/WAITING.  SH-2 DOOR TO 

PHARMACY WITH CARD READER

1052 PHARMACY OFA03 1475 SF RF/RSF RF/RSF GWB AT 9'-0" (2) 36U, CR SH-3D 2 DOORS FROM CORRIDOR WITH CARD READER

1053 ANTE RM OFA03 129 SF RES RES GWB-SC GWB-SC 9'-0" 3'-6" SLIDING DR, ADO 4G SLIDING ICU DOOR WITH AUTO DOOR OPENER

1054 IV ROOM OFA03 124 SF RES RES GWB-SC GWB-SC 9'-0" 1U-T, ADO 3B AUTO DOOR OPERATOR

1055 CHEMO PREP RM OFA03 126 SF RES RES GWB-SC GWB-SC 9'-0" 1U-T, ADO 3B AUTO DOOR OPERATOR
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1056 S TLT TLTU1 65 SF PT PT GWB PT 8'-0" AT 8'-0" 1U 2G NO VISION LIGHT

1057 BULK STORAGE OFA03 102 SF RF/RSF RF/RSF GWB AT 9'-0" (2) IU, CR SH-2 2 DOORS.  NO VISION LIGHT.  1-HOUR RATED DOORS & FRAMES.  CARD 

READERS.

1058 RECEIVING OFA03 121 SF RF/RSF RF/RSF GWB-SC AT 9'-0" 1U 3E

1059 VAULT 130 SF RF/RSF RF/RSF GWB-SC GWB-SC 9'-0" 30U SH-3B VAULT DOOR WITH DAY GATE AND INTEGRATED SECURITY HARDWARE

BUILDING SERVICES

1060 MEP EPY RB GWB EXP 10'-0" 2UU-F, CR & 2UU, CR 5G/SH-3 1-HOUR RATED DOORS & FRAMES @ INTERIOR.  2 DOORS WITH CARD 

READERS

1061 MAIN ELEC EPY RB GWB EXP 10'-0" 2U-F, CR & 2UU,CR 5G/SH-3 1-HOUR RATED DOORS & FRAMES @ INTERIOR.  2 DOORS WITH CARD 

READERS

1062 FIRE EPY RB GWB EXP 10'-0" 2U-F & 2UU,CR 5G/SH-3 1-HOUR RATED DOORS & FRAMES @ INTERIOR.  2 DOORS WITH CARD 

READERS

1063 COMM MMCR2 148 SF EPY RB GWB EXP 10'-0" 2U, CR 5G/SH-3 1-HOUR RATED DOOR & FRAME WITH CARD READER

1064 TRASH  COLLECTION EPY RB GWB 10'-0" 2U, CR 5G/SH-3 1-HOUR RATED DOOR & FRAME WITH CARD READER

1065 EMS SUPPLY UTC01 139 SF EPY RB GWB EXP 10'-0" 2U, CR 5G/SH-3 1-HOUR RATED DOOR & FRAME WITH CARD READER

1066 STORAGE, MED GAS SRGC1 147 SF C RB GWB GWC-SC 10'-0" 2U, CR 5G/SH-3 1-HOUR RATED DOOR & FRAME WITH CARD READER

1067 RECYCLABLE WASTE UTC01 75 SF EPY RB GWB EXP 10'-0" 2U, CR 5G/SH-3 1-HOUR RATED DOOR & FRAME WITH CARD READER

1070 RECEIVING UCCL1 100 SF C RB GWB AT 10'-0" OPEN N/A

1071 DOCK DOCK1 307 SF C RB GWB AT 10'-0" 2U-D,CR & OVERHEAD 

DOOR, CR

SH-3 1-HOUR RATED DOORS & FRAMES @ INTERIOR & 10' X 10' POWER-

OPERATED ROLL-UP DOOR WITH CR.

1072 BREAKOUT AREA OFAO3 101 SF C RB GWB AT 10'-0" 2AU (PAIR) 5D

1073 ADMIN OFA02 207 SF RSF RSF GWB AT 9'-0" 2U 3E

1074 PROS MAIL & STORAGE OFA02 181 SF RSF RSF GWB AT 9'-0" 2U 2 DOORS

1077 LOW VOLTAGE FILE1 106 SF RSF RSF GWB AT 10'-0" 1U, CR SH-3 1-HOUR RATED DOOR & FRAME WITH CARD READER

1077A OIT FILE1 170 SF RSF RSF GWB AT 10'-0" 1U, CR SH-3 1-HOUR RATED DOOR & FRAME WITH CARD READER

1078 F LOCKERS SRGC1 152 SF RSF RSF GWB AT 9'-0" 1U 1 NO VISION LIGHT

1078A F TLT/ SHWR SRGC1 86 SF PT PT GWB PT 9'-0" AT 9'-0" 1U 2G NO VISION LIGHT

1079 M LOCKERS SRGC1 150SF RSF RSF GWB AT 9'-0" 1U 1 NO VISION LIGHT

1079A M TLT/ SHWR SRGC1 86 SF PT PT GWB PT 9'-0" AT 9'-0" 1U 2G NO VISION LIGHT

1087 A&D: HOLDING AREA, STORAGE MMCR2 755 SF C RB GWB AT 10'-0" 2UU SH-3F CARD READER

1088 BIO MED REPAIR BMER1 154 SF RF RF GWB AT 9'-0" 1U-T 4F

1089 STORAGE, BIO WASTE SRHM1 98 SF RSF RSF GWB AT 10'-0" 1U-F, CR 5G/SH-3 1-HOUR RATED DOOR & FRAME WITH CARD READER

1089A SOILED LINEN BMER1 153 SF RF RF GWB AT 10'-0" 1U-F, CR 5G/SH-3 1-HOUR RATED DOOR & FRAME WITH CARD READER

1179 H.A.C. JANC1 124 SF PT PT GWB-SC PT 4'-0" AT-SP 10'-0" 1U 5D

1180 COMM COMC1 125 SF EPY RB GWB EXP 10'-0" 1U, CR 5G/SH-3 1-HOUR RATED DOOR & FRAME WITH CARD READER

1181 ELEC EPY RB GWB EXP 10'-0" 1U-F, CR & 2UU,CR 5G/SH-3 1-HOUR RATED DOORS & FRAMES @ INTERIOR.  2 DOORS WITH CARD 

READERS

SUPPLY PROCESSING & DISTRIBUTION

1080 H.A.C. JANC1 106 SF PT PT GWB-SC PT 4'-0" AT-SP 9'-0" 1U 5D

1081 ES: CLEAN STORAGE, TESTING SRGC1 169 SF WSF WSF GWB-SC AT-SP 9'-0" (2)2UU-F SH-3 2 PAIRS OF DOORS.  CARD READER @ CORRIDOR.

1082 CLEAN PREP SRGC1 387 SF WSF WSF GWB-SC AT-SP 9'-0" 2UU-F & 2U-F SH-3B & 5E

1083 EQPT WASH CWSH1 170 SF CPT RB GWB AT 9'-0" 2U-T SH-3B

1084 SOILED DECONT. RECEIVING SRGC1 382 SF PT PT GWB-SC PT 4'-0" AT-SP 9'-0" 2U-T 5E

1085 ANTEROOM (DIRTY) SRGC1 118 SF PT PT GWB-SC PT 4'-0" AT-SP 9'-0" 2U-T

ANTEROOM (CLEAN) SRGC1 108 SF PT PT GWB-SC PT 4'-0" AT-SP 9'-0" 2U-T

1086 SPD CLEAN STORAGE UCCL1 380 SF WSF WSF GWB-SC AT-SP 9'-0" (2) 2U-T

STORAGE, BIO WASTE SRHM1 80 SF RSF RSF GWB AT 10'-0"

MEP 34 SF EPY RB GWB EXP 10'-0"

SPD STERILE EQUIPMENT ACCESS 46 SF EPY RB GWB EXP 10'-0"

SURGICIAL SERVICE

1093 ALCOVE ORCS1 17SF RES RES GWB-SC GWB-SC 9'-0" OPEN N/A

1094 STRETCHER ORCS1 32 SF RES RES GWB-SC GWB-SC 9'-0" OPEN N/A

1095 STRETCHER ORCS1 69 SF CPT RB GWB AT 9'-0" OPEN N/A

1096 SCRUB ORCS1 23 SF RES RES GWB-SC GWB-SC 9'-0" OPEN N/A

1097 SCRUB ORCS1 23 SF RES RES GWB-SC GWB-SC 9'-0" OPEN N/A

1098 STRETCHER ORCS1 32 SF RES RES GWB-SC GWB-SC 9'-0" OPEN N/A

1099 ENDO/ CYSTO 1 ORCS1 286 SF RES RES GWB-SC GWB-SC 10'-0" 1SS-T
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1100 ENDO PATIENT  TLT TLTU1 86 SF RES RES GWB-SC GWB-SC 8'-0" 1U 2G

1101 OR #1 ORCS1 455 SF RES RES GWB-SC GWB-SC 10'-0" 1SS-T

1102 SCOPE/ STERILE  STORAGE ORCS1 104SF RES RES GWB-SC GWB-SC 9'-0" 1U-T 1

1103 OR #2 ORCS1 455 SF RES RES GWB-SC GWB-SC 10'-0" 1SS-T

1104 ENDO/ CYSTO 2 ORCS1 284 SF RES RES GWB-SC GWB-SC 10'-0" 1SS-T

1105 S TLT SRGC1 63 SF PT PT GWB PT 8'-0" AT 8'-0" 1U 2G NO VISION LIGHT

1106 NURSE STATION NSTA1 100 SF RSF RSF GWB AT 9'-0" OPEN N/A CR @ CORRIDOR

1107 MEDS MEDP1 113 SF RSF RSF GWB AT 9'-0" 1U-T, CR SH-3 CARD READER

1108 P TLT TLTU1 56 SF PT PT GWB PT 8'-0" AT 8'-0" 1U 2G

1109 PREP/HOLD 1 ORCS1 89SF CPT RB GWB AT 9'-0" OPEN N/A

1110 PREP/HOLD 2 ORCS1 89 SF CPT RB GWB AT 9'-0" OPEN N/A

1111 PREP/HOLD 3 RRSS1 80 SF CPT RB GWB AT 9'-0" OPEN N/A

1112 PREP/HOLD 4 RRSS1 123 SF CPT RB GWB AT 9'-0" OPEN N/A

1113 PREP/HOLD 5 RRSS1 114 SF CPT RB GWB AT 9'-0" OPEN N/A

1114 PREP/HOLD 6 RRSS1 114 SF CPT RB GWB AT 9'-0" OPEN N/A

1115 CONSULT OFDC2 87 SF RSF RSF GWB-W AT 9'-0" 1U 1L NO VISION LIGHT

AER USCL2 175 SF RSF RSF GWB-SC AT 9'-0"

IMAGING/ RADIOLOGY

1116 P TLT TLTU1 64 SF PT PT WB PT 8'-0" AT 8'-0" 1U 2G NO VISION LIGHT

1120 S TLT OFA02 67 SF PT PT GWB PT 8'-0" AT 8'-0" 1U 2G NO VISION LIGHT

1121 READING ROOM 129 SF CPT RB GWB AT 9'-0" 1U-T 4

1122A DRESS DR001 65 SF RSF RSF GWB AT 9'-0" 1U 2C NO VISION LIGHT

1122B P TLT OFDR1 67 SF PT PT GWB PT 8'-0" AT 8'-0" 1U 2G NO VISION LIGHT

1123 CT SCAN ORCS1 465 SF 9'-0" 15X, CR SH-3F CARD READER

1124 CONTROL RM TRPR1 126 SF RSF RSF GWB AT 9'-0" 19U, CR SH-3

1125 RAD WRK/  VIEWING OFDR1 127 SF RSF RSF GWB AT 9'-0" 1U-T, CR & 1U-T 1U/SH-3 2 DOORS.  CR @ CORRIDOR

1126 GENERAL RADIOLOGY XDR01 423 SF 9'-0" 15X, CR 4Q/SH-3 CLIPPED DOWN A.T. WITH SMOOTH, WASHABLE SURFACE

1127A DRESS DR001 64 SF RSF RSF GWB AT 9'-0" 1U 2C NO VISION LIGHT

1128 ULTRA SOUND OFDR1 125 SF RSF RSF GWB AT 9'-0" 19U 4E

1129 P TLT TLTU1 54 SF PT PT GWB PT 8'-0" AT 8'-0" 1U 2G NO VISION LIGHT

SPECIALTY CARE

SUB WAIT RRSS1 49 SF RSF RSF GWB AT 9'-0" OPEN N/A

1090 ANESTHESIA WORK ROOM OFA01 199 SF CPT RB GWB AT 9'-0" 1U-T 3E

1091 CONFERENCE CRA01 270 SF CPT RB GWB AT 9'-0" U 3B GLASS/ALUMINUM ENTRY DOOR.  PROVIDE 2 X 2 TEGULAR CEILING TILES - 

NRC .85 MIN., MODULAR CARPET TILE LAID IN MONOLITHIC OR ASHLAR 

PATTERN, FABRIC WRAPPED ACOUSTIC, TACKABLE PANELS MOUNTED ON 

Z-CLIPS AND DRY ERASE SURFACE FOR FULL HEIGHT MARKER SURFACE.  

COORDINATE SURFACE MATERIALS WITH PRESENTATION TYPES FOR 

APPROPRIATE FINISHES.  PROVIDE ALUM. DISPLAY/MARKER RAIL AT DRY 

ERASE LOCATIONS.  PROVIDE GRADIANT PATTERN GLASS WALL TO 

OBSCURE VIEW INTO ROOM BUT ALLOW LIGHT TRANSMISSION TO 

CORRIDOR.

1092 ANCILLARY DIAGNOSTIC TEAM WORK AREA WRTM1 255 SF CPT RB GWB AT 9'-0" 1U-T 3E

1094 ALCOVE ORCS1 30 SF CPT RB GWB AT 9'-0" OPEN N/A

1130 ORTHOPEDIC EXAM/CAST                                                                                       SUPPLIESOFDR1 190 SF RSF RSF GWB AT 9'-0" 1U 1L

1131 INFUSION EXPA1 286 SF RSF RSF GWB AT 9'-0" (2) 1U 2 CORRIDOR DOORS.  NO VISION LIGHT.

1132 P TLT TLTU1 64 SF PT PT GWB PT 8'-0" AT 8'-0" 1U 2G NO VISION LIGHT

1133 INFUSION NURSE STATION NSTA1 129SF RSF RSF GWB AT 9'-0" OPEN N/A

1135 ALT. MED. CHIROPRACTIC EXAM TRPR1 178 SF RSF RSF GWB AT 9'-0" 1U 1L NO VISION LIGHT

1137 CONSULT 1 OFDC2 125 SF RSF RSF GWB-W AT 9'-0" 1U 1L NO VISION LIGHT

1138 C&P WORK OFA03 130 SF CPT RB GWB AT 9'-0" 1U-T 3E

1139 PFT OPPF1 125 SF RSF RSF GWB AT 9'-0" 19U 4E

1141 EXAM C&P EXPA1 125 SF RSF RSF GWB AT 9'-0" 1U 1L NO VISION LIGHT

1142 EXAM C&P EXRG3 125 SF RSF RSF GWB AT 9'-0" 1U 1L NO VISION LIGHT

EXAM, AUDIOLOGY (SUITE) PEHS1 122 SF RSF RSF GWB GWB 9'-0" FINISHES SHALL BE AS PER MANUFACTURERS STANDARD MODEL AS 

SELECTED

EXAM, AUDIOLOGY PEHS1 114 SF RSF RSF GWB GWB 9'-0" FINISHES SHALL BE AS PER MANUFACTURERS STANDARD MODEL AS 

SELECTED

EXAM, OPTOMETRY TREY1 151 SF RSF RSF GWB AT 9'-0"

EXAM, OPTHALMOLGY TREY1 151 SF RSF RSF GWB AT 9'-0"

VISUAL FIELDS ROOM EYVF1 185 SF RSF RSF GWB AT 9'-0"

PHOTOGRAPHY ROOM EYFC1 INC. ABOVE RSF RSF GWB AT 9'-0"

PRE-TESTING ROOM TREY1 116 SF RSF RSF GWB AT 9'-0"

STORAGE 38 SF RSF RSF GWB AT 9'-0"

PRIMARY CARE

1030 SHARED MEDICAL APPT ROOM CLSC4 390 SF CPT RB AWP AT 10'-0" (2) 19U 4L 2 DOORS

1030A STORAGE SRS01 42 SF CPT RB AWP AT 10'-0" 1UU 5D NO VISION LIGHT

1040 SHARED MEDICAL APPT ROOM CLSC4 363 SF CPT RB AWP AT 10'-0" (2) 19U 4L 2 DOORS

1040A STORAGE SRS01 41 SF CPT RB AWP AT 10'-0" 1UU 5D NO VISION LIGHT
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1118 EXAM EXRG8 125 SF RSF RSF GWB AT 9'-0" 1U & 3'-6" SLIDER 1L 2 DOORS.  SOLID CORE WOOD DOORS.  NO VISION LIGHT.

1136 P TLT TLTU1 65 SF PT PT GWB PT 8'-0" AT 8'-0" 1U 2G NO VISION LIGHT

1140 EXAM EXRG8 125 SF RSF RSF GWB AT 9'-0" 1U 1L NO VISION LIGHT

1143 CMO OFA02 125 SF RSF RSF GWB AT 9'-0" 1U-T 3E

1144 NURSE MGR OFA02 125 SF RSF RSF GWB AT 9'-0" 1U-T 3E

1145 NURSE MGR OFA02 125 SF RSF RSF GWB AT 9'-0" 1U-T 3E

1146 EQUIP SRE01 125 SF RSF RSF GWB AT 9'-0" 1U-F, CR SH-3F 1-HOUR RATED DOOR & FRAME WITH CARD READER

1146 CLEAN UTILITY UCCL1 124 SF WSF WSF GWB-SC AT-SP 9'-0" 1U-F, CR SH-3F 1-HOUR RATED DOOR & FRAME WITH CARD READER

1147 FLEX OFA01 124 SF CPT RB GWB AT 9'-0" 1U-T 3E

1148 CONFERENCE CRA01 256 SF CPT RB GWB AT 9'-0" U 3B GLASS/ALUMINUM ENTRY DOOR.  PROVIDE 2 X 2 TEGULAR CEILING TILES - 

NRC .85 MIN., MODULAR CARPET TILE LAID IN MONOLITHIC OR ASHLAR 

PATTERN, FABRIC WRAPPED ACOUSTIC, TACKABLE PANELS MOUNTED ON 

Z-CLIPS AND DRY ERASE SURFACE FOR FULL HEIGHT MARKER SURFACE.  

COORDINATE SURFACE MATERIALS WITH PRESENTATION TYPES FOR 

APPROPRIATE FINISHES.  PROVIDE ALUM. DISPLAY/MARKER RAIL AT DRY 

ERASE LOCATIONS.  PROVIDE GRADIANT PATTERN GLASS WALL TO 

OBSCURE VIEW INTO ROOM BUT ALLOW LIGHT TRANSMISSION TO 

CORRIDOR.

1149 SUPPLY ALCOVE RPR01 22 SF RSF RSF GWB AT 10'-0" OPEN N/A

1150 PACT + EXTENDED CARE TEAM WORK AREA WRTM1 1037 SF CPT RB GWB AT 10'-0" (4) 1U-T, CR SH-3 PROVIDE CR @ 4 DOORS LEADING TO PATIENT CORRIDORS.  PROVIDE 2 X 

2 TEGULAR CEILING TILES WITH CONCEALED OR 15/16" GRID - NRC .85 

MIN., MODULAR CARPET TILE WITH DARK VALUE AND RECTILINEAR 

PATTERNING WITH COLOR ACCENTS AT KEY LOCATIONS.  CARPET LAID IN 

MONOLITHIC OR ASHLAR PATTERN.  CARPET STOPS AT CORRIDOR 

INTERSECTION.  ACCENT PAINT WALLS AT KEY LOCATIONS.

1151 EMERGENCY EQUIP ALCOVE RCA02 33 SF RSF RSF GWB AT 10'-0" OPEN N/A

1152 MED ALCOVE RCA02 52 SF RSF RSF GWB AT 10'-0" OPEN N/A

1153 HEIGHT/WEIGHT SCREENING PEHW1 113 SF RSF RSF GWB AT 9'-0" OPEN N/A

1154 TELE RETINAL/ FLEX OFA01 112 SF CPT RB GWB AT 9'-0" 19U-D,M

1155 SOILED SRE01 125 SF PT PT GWB-SC PT 4'-0" AT-SP 9'-0" 1U-F, CR SH-3 1-HOUR RATED DOOR & FRAME WITH CARD READER

1156 EQUIP SRE01 125 SF RSF RSF GWB AT 9'-0" 1U-F, CR SH-3 1-HOUR RATED DOOR & FRAME WITH CARD READER

1157 CLEAN  UTILITY UCCL1 123 SF WSF WSF GWB-SC AT-SP 9'-0" 1U-F, CR SH-3 1-HOUR RATED DOOR & FRAME WITH CARD READER

1158 S TLT OFA02 65 SF PT PT GWB PT 8'-0" AT 8'-0" 1U 2G NO VISION LIGHT

1159 EXAM EXRG8 125 SF RSF RSF GWB AT 9'-0" 1U & 3'-6" SLIDER 1L 2 DOORS.  SOLID CORE WOOD DOORS.  NO VISION LIGHT.

1160 EXAM EXPA1 125 SF RSF RSF GWB AT 9'-0" 1U & 3'-6" SLIDER 1L 2 DOORS.  SOLID CORE WOOD DOORS.  NO VISION LIGHT.

1161 EXAM EXRG8 125 SF RSF RSF GWB AT 9'-0" 1U & 3'-6" SLIDER 1L 2 DOORS.  SOLID CORE WOOD DOORS.  NO VISION LIGHT.

1162 EXAM EXPA1 125 SF RSF RSF GWB AT 9'-0" 1U & 3'-6" SLIDER 1L 2 DOORS.  SOLID CORE WOOD DOORS.  NO VISION LIGHT.

1163 EXAM EXPA1 125 SF RSF RSF GWB AT 9'-0" 1U & 3'-6" SLIDER 1L 2 DOORS.  SOLID CORE WOOD DOORS.  NO VISION LIGHT.

1164 EXAM EXRG8 125 SF RSF RSF GWB AT 9'-0" 1U & 3'-6" SLIDER 1L 2 DOORS.  SOLID CORE WOOD DOORS.  NO VISION LIGHT.

1165 P TLT TLTU1 65 SF PT PT GWB PT 8'-0" AT 8'-0" 1U 2G NO VISION LIGHT

1166 EXAM EXPA1 125 SF RSF RSF GWB AT 9'-0" 1U & 3'-6" SLIDER 1L 2 DOORS.  SOLID CORE WOOD DOORS.  NO VISION LIGHT.

1167 EXAM EXPA1 125 SF RSF RSF GWB AT 9'-0" 1U & 3'-6" SLIDER 1L 2 DOORS.  SOLID CORE WOOD DOORS.  NO VISION LIGHT.

1168 EXAM EXPA1 125 SF RSF RSF GWB AT 9'-0" 1U & 3'-6" SLIDER 1L 2 DOORS.  SOLID CORE WOOD DOORS.  NO VISION LIGHT.

1169 EXAM EXPA1 125 SF RSF RSF GWB AT 9'-0" 1U & 3'-6" SLIDER 1L 2 DOORS.  SOLID CORE WOOD DOORS.  NO VISION LIGHT.

1170 EXAM EXPA1 125 SF RSF RSF GWB AT 9'-0" 1U & 3'-6" SLIDER 1L 2 DOORS.  SOLID CORE WOOD DOORS.  NO VISION LIGHT.

1171 EXAM EXPA1 125 SF RSF RSF GWB AT 9'-0" 1U & 3'-6" SLIDER 1L 2 DOORS.  SOLID CORE WOOD DOORS.  NO VISION LIGHT.
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1172 LOUNGE CLINICAL STAFF SL001 397 SF RSF RSF GWB AT 10'-0" (2) U-T, CR SH-3 GLASS/ALUMINUM ENTRY DOOR.  PROVIDE 2 X 2 TEGULAR CEILING TILES 

WITH 15/16" GRID - NRC .65 MIN.  RESILIENT SHEET FLOORING OR BIO-

BASED VCT WITH GEOMETRIC PATTERN USING 3 COLORS.  COUNTER 

TOPS TO BE SOLID RESINOUS SURFACE MATERIAL WITH INHERENT ANTI-

MICROBIAL CHARACTERISTICS AND INTEGRAL BOWL SINK FOR SEAMLESS 

SURFACE.  AT INTERIOR STOREFRONT PROVIDE GRADIANT PATTERN 

GLASS WALL TO OBSCURE VIEW INTO ROOM BUT ALLOW LIGHT 

TRANSMISSION TO CORRIDOR.

1173 SUPPLY ALCOVE RPR01 22 SF RSF RSF GWB AT 10'-0" OPEN N/A

1174 PACT + EXTENDED CARE TEAM WORK AREA WRTM1 1030 SF CPT RB GWB AT 10'-0" (4) 1U-T, CR SH-3 PROVIDE CR @ 4 DOORS LEADING TO PATIENT CORRIDORS.  PROVIDE 2 X 

2 TEGULAR CEILING TILES WITH CONCEALED OR 15/16" GRID - NRC .85 

MIN., MODULAR CARPET TILE WITH DARK VALUE AND RECTILINEAR 

PATTERNING WITH COLOR ACCENTS AT KEY LOCATIONS.  CARPET LAID IN 

MONOLITHIC OR ASHLAR PATTERN.  CARPET STOPS AT CORRIDOR 

INTERSECTION.  ACCENT PAINT WALLS AT KEY LOCATIONS.

1175 EMERGENCY EQUIP ALCOVE RCA02 33 SF RSF RSF GWB AT 10'-0" OPEN N/A

1176 MED ALCOVE RCA02 52 SF RSF RSF GWB AT 10'-0" OPEN N/A

1177 HEIGHT/WEIGHT SCREENING PEHW1 113 SF RSF RSF GWB AT 9'-0" OPEN N/A

1178 FLEX OFA01 112 SF CPT RB GWB AT 9'-0" 1U-T 3E

1182 S TLT TLTU1 65 SF PT PT GWB PT 8'-0" AT 8'-0" 1U 2G NO VISION LIGHT

1183 WOMEN'S HEALTH EXAM EXPA1 125 SF RSF RSF GWB AT 9'-0" 1U & 3'-6" SLIDER 1R 2 DOORS.  SOLID CORE WOOD DOORS.  NO VISION LIGHT.

1184 WH TLT TLTU1 58 SF PT PT GWB PT 8'-0" AT 8'-0" 1S 2G NO VISION LIGHT

1185 WH WAIT TLTU1 58 SF RSF RSF GWB AT 9'-0" OPEN N/A

1186 GROUP/ TELE HEALTH WRTM2 125 SF RSF RSF GWB AT 9'-0" 19U-D,M & 3'-6" 

SLIDER

2 DOORS.  SOLID CORE WOOD DOORS.  NO VISION LIGHT.

1187 EXAM EXPA1 125 SF RSF RSF GWB AT 9'-0" 1U & 3'-6" SLIDER 1L 2 DOORS.  SOLID CORE WOOD DOORS.  NO VISION LIGHT.

1188 EXAM EXRG8 125 SF RSF RSF GWB AT 9'-0" 1U & 3'-6" SLIDER 1L 2 DOORS.  SOLID CORE WOOD DOORS.  NO VISION LIGHT.

1189 COUNSELING/ TELE HEALTH OFDC2 125 SF RSF RSF GWB-W AT 9'-0" 19U-D,M & 3'-6" 

SLIDER

2 DOORS.  SOLID CORE WOOD DOORS.  NO VISION LIGHT.

1190 P TLT TLTU1 65 SF T PT GWB PT 8'-0" AT 8'-0" 1U 2G NO VISION LIGHT

1191 WOMEN'S HEALTH EXAM EXRG8 126 SF RSF RSF GWB AT 10'-0" 1U & 3'-6" SLIDER 1R 2 DOORS.  SOLID CORE WOOD DOORS.  NO VISION LIGHT.

1192 WH TLT TLTU1 52 SF PT PT GWB PT 8'-0" AT 8'-0" 1S 2G NO VISION LIGHT

1193 PROCEDURE TRPR1 205 SF WSF WSF GWB-SC AT 9'-0" 1U 1L

1194 PROCEDURE TLT TLTU1 54 SF WSF WSF GWB-SC AT 8'-0" 1S 2G NO VISION LIGHT

1195 BARIATRIC TLT TLTU1 75 SF PT PT GWB PT 8'-0" AT 8'-0" 1X 2G NO VISION LIGHT

1196 EXAM, BARIATRIC EXPA1 166 SF RSF RSF GWB AT 9'-0" 1X 1L NO VISION LIGHT

1197 CONSULT OFDC2 126 SF RSF RSF GWB-W AT 9'-0" 1U 1L NO VISION LIGHT

MENTAL HEALTH CLINIC

1041 MENTAL HEALTH GROUP ROOM OPMH1 373 SF CPT RB GWB AT 10'-0" (2) 19U 4L 2 DOORS & ACCORDION PARTITION BETWEEN GROUP ROOMS

1041A STORAGE SRS01 33 SF CPT RB AWP AT 10'-0" 1UU 5D NO VISION LIGHT

1042 MENTAL HEALTH GROUP ROOM OPMH1 373 SF CPT RB GWB AT 10'-0" (2) 19U 4L 2 DOORS

1042A STORAGE SRS01 33 SF CPT RB AWP AT 10'-0" 1UU 5D NO VISION LIGHT

1200 FLEX OFFICE OFA03 125 SF CPT RB GWB AT 9'-0" 1U-T 3E

1201 FLEX OFFICE OFA03 125 SF CPT RB GWB AT 9'-0" 1U-T 3E

1202 FLEX OFFICE OFA03 124 SF CPT RB GWB AT 9'-0" 1U-T 3E

1203 MH STAFF TEAM WORK AREA WRTM1 352 SF CPT RB GWB AT 10'-0" 1U-T, CR & 1U-T SH-3 3 DOORS.  PROVIDE CR @ 2 DOORS LEADING TO PATIENT CORRIDORS 

PLUS EXTERIOR GL/ALUM ENTRY DOOR.  PROVIDE 2 X 2 TEGULAR CEILING 

TILES WITH CONCEALED OR 15/16" GRID - NRC .85 MIN., MODULAR 

CARPET TILE WITH DARK VALUE AND RECTILINEAR PATTERNING WITH 

COLOR ACCENTS AT KEY LOCATIONS.  CARPET LAID IN MONOLITHIC OR 

ASHLAR PATTERN.  CARPET STOPS AT CORRIDOR INTERSECTION.  ACCENT 

PAINT WALLS AT KEY LOCATIONS.  

1204 STORAGE SSV01 47 SF CPT RB AWP AT 10'-0" (2) 1EE 5D 2 PAIRS OF DOORS.  NO VISION LIGHT

1205 P TLT TLTU1 65 SF PT PT GWB PT 8'-0" AT 8'-0" 1U 2G NO VISION LIGHT

1206 MENTAL HEALTH CONSULT OFDC1 125 SF CPT RB GWB AT 9'-0" 19U 4N

1207 MENTAL HEALTH CONSULT OFDC1 125 SF CPT RB GWB AT 9'-0" 19U 4N

1208 MENTAL HEALTH CONSULT OFDC1 125 SF CPT RB GWB AT 9'-0" 19U 4N

1209 MENTAL HEALTH CONSULT OFDC1 125 SF CPT RB GWB AT 9'-0" 19U 4N

1210 MENTAL HEALTH CONSULT OFDC1 125 SF CPT RB GWB AT 9'-0" 19U 4N

1211 MENTAL HEALTH CONSULT OFDC1 125 SF CPT RB GWB AT 9'-0" 19U 4N
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1212 MENTAL HEALTH CONSULT OFDC1 125 SF CPT RB GWB AT 9'-0" 19U 4N

1213 MENTAL HEALTH CONSULT OFDC1 125 SF CPT RB GWB AT 9'-0" 19U 4N

1214 MENTAL HEALTH CONSULT OFDC1 125 SF CPT RB GWB AT 9'-0" 19U 4N

CORRIDORS

CORRIDORS, PATIENT/PUBLIC RSF RSF GWB WP AT 9'-0" GL/ALUM ENTRY 

DOOR, CR & 2U-A

CARD READERS AT EXTERIOR DOORS & WHERE NOTED ON PLANS.  NO 

CARD READERS IN PATIENT CORRIDORS BETWEEN PUBLIC WAITING AND 

EXAM/TREATMENT AREAS.  PAINTED GYPSUM BOARD WALLS WITH WALL 

PROTECTION SHEET WAINSCOT, HANDRAILS (WOOD-LOOK FINSH) & 

BUMPER RAILS (MATCH WALL PROTECTION) ON BOTH SIDES OF ALL 

PUBLIC/PATIENT CORRIDORS.  EXTERIOR DOORS FROM CORRIDOR TO BE 

GLASS/ALUM ENTRY DOORS WITH CARD READERS WHERE DOORS ACCESS 

MOBILE TECHNOLOGY PAD.  PROVIDE ACCENT BACK-PAINTED GLASS 

WITH COLOR KEYED TO WAYFINDING FOR CLINICAL AREAS.  RESINOUS 

SHEET VINYL FLOORING, PVC-FREE PREFERRED, WITH PATTERNING TO 

ACCENT WAYFINDING AND KEY LOCATIONS.  PROVIDE 2 X 2 ACOUSTICAL 

CEILING TILES IN CONCEALED OR 15/16" GRID - 0.65 NRC MINIMUM.  

PROVIDE ACCENT SOFFITS AT KEY WAYFINDING LOCATIONS - PAINTED 

GYPSUM BOARD WITH ACCENT DOWNLIGHTING.

CORRIDORS, STAFF RSF RSF GWB WP AT 9'-0" 2U-D SH-3 PAINTED GYPSUM BOARD WALLS WITH WALL PROTECTION SHEET 

WAINSCOT, HANDRAILS (WOOD-LOOK FINSH) & BUMPER RAILS (MATCH 

WALL PROTECTION) ON BOTH SIDES OF CORRIDORS.  RESINOUS SHEET 

VINYL FLOORING, PVC-FREE PREFERRED, WITH PATTERNING TO ACCENT 

KEY LOCATIONS.  PROVIDE 2 X 2 ACOUSTICAL CEILING TILES IN 

CONCEALED OR 15/16" GRID - 0.65 NRC MINIMUM.  CARD READER AT 

EXTERIOR STAFF ENTRY DOOR TO CORRIDOR.  PROVIDE 2 X 2 ACOUSTICAL 

CEILING TILES IN CONCEALED OR 15/16" GRID - 0.65 NRC MINIMUM.  

GENERAL SCHEDULE E NOTES:

-

-

-

-

-

-

-

-

-

-

-

-

-

-

- MANUALLY OPERATED, TOP SUPPORTED ACCORDION-TYPE FOLDING PARTITION  FOR WALL-TO-WALL ROOM DIVISION.  THE PARTITIONS SHALL PROVIDE A COMPLETE CLOSURE OF THE OPENING WHEN FULLY EXTENDED, AND SHALL FOLD INTO ALCOVE BETWEEN ROOMS WHEN FULLY 

OPENED.  PROVIDE STEEL SUPPORTING MEMBERS AND/OR HANGER RODS, HEADER AND TRIM.  PROVIDE SOUND RATED PARTITIONS WITH A 45 STC OR BETTER; MANUFACTURER'S STANDARD MILDEW RESISTANT, WASHABLE, VINYL COATED FABRIC WALL COVERING FACING MATERIAL; 

STEEL FRAME SUSPENSION SYSTEM WITH INTERIOR BRACING AT TOP AND BOTTOM; MECHANISM FOR PRODUCING PANTOGRAPH ACTION; STEEL BALL BEARING WHEELS; AND SEALS AT FLOOR, CEILING, JAMBS AND ABUTTING EDGES.  PROVIDE FULL-HEIGHT, RECESSED INSTALLATION SO 

THAT BOTTOM OF TRACK IS FLUSH WITH CEILING.

WHERE TERRAZZO IS SPECIFIED PROVIDE CAST TERRAZZO WITH HIGH-RECYCLED CONTENT.  CUSTOM PATTERN TO EMPHASIZE WAY-FINDING AND THE BUILDING ENTRY SEQUENCE.  PROVIDE A MINIMUM OF 3 TERRAZZO COLORS AND STAINLESS STEEL DIVIDER STRIPS.  PROVIDE INTEGRAL 

TERRAZZO BASE WHERE TECHNICALLY FEASIBLE.

AT RECEPTION 1004 & PHARMACY CONSULT WINDOWS 1052 SURROUND SIDE WALLS AND OVERHEAD AT STATIONS WITH WRAPPED ACOUSTIC PANELS TO PROVIDE ACOUSTICAL LEVELS FOR PRIVACY.  DIVIDER PARTITIONS TO BE WRAPPED WITH HEAVY DUTY, CLASS A FIRE RATED, 

ACOUSTICALLY TRANSPARENT FABRIC WITH ACOUSTIC CORE PANELS MOUNTED TO THE WALL ON Z-CLIPS.  PROVIDE STAINLESS STEEL TRIM EDGE TO CAPTURE PANELS ON THE PUBLIC SIDE OF THE DIVIDER WALLS.  MODESTY PANELS TO BE WOOD VENEER WITH STAINLESS STEEL BASE.  

AT RECEPTION / INFORMATION DESK 1004 & PHARMACY CONSULT WINDOWS 1052 PROVIDE QUARTZ OR RESINOUS SURFACE MATERIAL WITH INHERENT ANTI-MICROBIAL CHARACTERISTICS.  PROVIDE GROMMETS AT EACH STATION FOR CABLE MANAGEMENT AS REQUIRED.  AT 

INFORMATION DESK PROVIDE ACCENTS OF GLASS AND STAINLESS STEEL TO CREATE A SCREEN EFFECT AND LED LIGHTING UNDER TRANSACTION EDGE.  

IN CIRCULATION AREAS THE ACOUSTICAL CEILING SYSTEM TO BE 2 X 2 TILES WITH CONCEALED GRID OR 15/16" GRID AND NRC .65 MINIMUM.

PROVIDE FLOORING TRANSITION STRIPS BETWEEN FLOORING TYPES.

BORROW LIGHTS AT POLICE OPERATIONS 1019 AND POLICE HOLDING 1019A TO BE FIRE RESISTIVE, UL 752 LEVEL 3 BALLISTIC-RESISTANT GLAZING AND FRAMING ASSEMBLY.  PROVIDE REFLECTIVE GLASS PROTECTED BY CLEAR POLYCARBONATE AT HOLDING ROOM.

DESIGN OF CUSTOM DIGITAL GRAPHICS ON GLASS PARTITIONS SHALL BE COORDINATED WITH THE CLINIC LEADERSHIP.  GRAPHICS SHALL FEATURE RELEVANT IMAGES OF MILITARY ACTIVITIES.  IMAGES CAN BE PART OF AN ARTWORK PROGRAM PRESCRIBED BY THE CLINIC TO INCLUDE ACTIVE 

MILITARY DUTIES AND MILITARY LIFE REPRESENTATIVE OF ALL BRANCHES OF THE MILITARY.  GLAZING CONCEPT INCLUDES THE USE OF SEMI OPAQUE APPLICATIONS.  IMAGE SHALL TRANSLATE TO BE CLEAR AND LEGIBLE IN A SEMI-OPAQUE APPLICATION.  COORDINATION OF GRAPHICS AND 

ARTWORK SHALL OCCUR TO PROVIDE CONTRACTORS LEAD TIME TO PROCURE GLAZING UNITS FOR INSTALLATION DURING CONSTRUCTION PHASE.  ALL RIGHTS TO GRAPHICS AND ORIGINAL ARTWORK SHALL BE PROVIDED TO THE VA.  IMAGERY FROM DIGITAL ARCHIVES OF THE VA OR 

NATIONAL ARCHIVES AND RECORDS LIBRARIES ARE COPYRIGHT FREE AND AVAILABLE FOR USE IN THE MANNER INDICATED, INCLUDING CROPPING OR COLOR CHANGES.   ELIGIBLE ART AND GRAPHICS SUBMISSIONS SHALL BE GSA OR VA-APPROVED VENDORS WITH SPECIAL PREFERENCE TO 

ARTISTS WHO ARE VETERANS OR VETERAN OWNED ART SUPPLIERS.  ALL PROPOSED GRAPHICS AND ARTWORK SHALL BE ADAPTABLE TO THE INSTALLATION FOR SIZES AND IMAGE QUALITY.   

PROVIDE HANGING ACOUSTICAL BAFFLES COORDINATED WITH THE DESIGN OF THE CLERESTORY AND LIGHT SHELF IN THE PACT + EXTENDED CARE TEAM WORK AREAS AND MENTAL HEALTH STAFF TEAM WORK AREA.

USE LAMINATED (PREFERRED) OR TEMPERED GLAZING MATERIALS FOR ALL INTERIOR AND EXTERIOR GLAZED OPENINGS IN MENTAL HEALTH AREAS.

PROVIDE FULL-HEIGHT ACOUSTIC FABRIC WRAPPED PANELS WITH CLEANABLE TYPE COVERING AND ACOUSTICAL CORE MATERIAL, BASED ASED ON ACOUSTIC TESTING, FOR PUBLIC WAITING SPACES.  IN ADDITION TO THE LOCATIONS NOTED ON THE PLANS PROVIDE THE PANELS AT THE FACE 

OF THE REGISTRATION STATIONS.

PROVIDE LEVEL 5 FINISHED GYPSUM WALL BOARD AT FACE OF RECEPTION / REGISTRATION STATIONS.  

PROVIDE BACK-PAINTED GLASS ACCENTS AT CLINIC ENTRY WAYS FOR WAYFINDING AND SIGNAGE LOCATIONS.

PROVIDE HANDRAILS AT ALL PATIENT ACCESS AREAS.  PROVIDE WALL PROTECTION SHEETS ABOVE BASE AND BELOW HANDRAILS IN PATIENT CLINICAL CORRIDORS.  CRASH RAILS AND SHEET WALL PROTECTION AT MATERIALS HANDLING AREAS.  

THE BASIS OF DESIGN FOR THE SLIDING DOORS AT EXAM ROOMS IS A MANUALLY-OPERATED, PREFINISHED ALUMIMUM-FRAMED TOP-HUNG, SURFACE-MOUNTED SLIDING SOLID-CORE WOOD DOOR ASSEMBLY.  COMPONENTS INCLUDE A SINGLE TOP TRACK AND FLUSH-MOUNTED FLOOR 

GUIDE; EXTRUDED ALUMINUM VALANCE WITH INTEGRAL END CAPS TO WRAP THE DOOR PERIMETER TO COVER THE GAPS BETWEEN THE EDGE OF THE DOOR AND THE FRAME TO REDUCE SOUND TRANSMISSION; TANDEM TOP ROLLERS; SOFT AND SELF-CLOSING MECHANISM' PRIVACY LOCK 

AND ACCESSIBLE PUSH PULL HANDLES; KICKPLATE; STOP; AND A SOLID-CORE WOOD DOOR WITH SIDE AND TOP SWEEPS AND ACOUSTICAL SEAL GASKETS FOR IMPOVED ACOUSTICAL PERFORMANCE.
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